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GENERAL NOTES:
US Army Corps
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XFMR KVA MOUNTING NOTES
PHASE | VOLTS | PHASE | VOLTS WIRING 120/ 208V SPD 120 / 208V 1007208v | h2os208v] h2o7208v| 2o/ 208v 120/ 208V 120 / 208V
T11 45 3 480 3 208 1 SET OF (4) #1/0 CONDUCTORS, (1) #6 GROUND IN 2" CONDUIT FLOOR
T12 225 3 480 3 208 2 SETS OF (4) 500KCMIL, (1) #1/0 GROUND IN 3" CONDUIT FLOOR -
T21 225 3 480 3 208 2 SETS OF (4) 500KCMIL, (1) #1/0 GROUND IN 3" CONDUIT FLOOR ' | z
T31 225 3 480 3 208 2 SETS OF (4) 500KCMIL, (1) #1/0 GROUND IN 3" CONDUIT FLOOR XEMR 3|z
T41 225 3 480 3 208 2 SETS OF (4) 500KCMIL, (1) #1/0 GROUND IN 3" CONDUIT FLOOR gl
T51 225 3 480 3 208 2 SETS OF (4) 500KCMIL, (1) #1/0 GROUND IN 3" CONDUIT FLOOR To1 R
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PANEL SWITCHBOARD PANEL PANEL PANEL PANEL PANEL PANEL PANEL PANEL PANEL PANEL PANEL 5 ' i 28
<D PP12 (MDP) <D PP11 <D LPD11 LP11 H11 <D LPD12 LL11 LP12 LP13 LP14 H11B TR11 p- ¢ w oK
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ROUTE (10) 4" DIRECT BURIED EMPTY CONDUITS / ( SHEET ID )
FROM THE SWITCHBOARD TO 5 FEET FROM THE
BUILDING EDGE, IN THE DIRECTION OF UTILIT VOLUME 3
TRANSFORMER TF#3, AND CAP ALL CONDUITS.
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